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NEW WORK KEYED NOTES:

(THIS DRAWING ONLY)

@ PROVIDE AND INSTALL NEW BALANCING VALVE (CIRCUIT SETTER) ABOVE
FOURTH FLOOR CEILING AT APPROXIMATE LOCATION INDICATED. DOMESTIC
HOT WATER CIRCULATION CIRCUITS SHALL BE TESTED, BALANCED, AND
CERTIFIED BY A COMPANY WHO SPECIALIZES IN SUCH SERVICES. A TEST
AND BALANCE REPORT SHALL BE PROVIDED INDICATING A MINIMUM HOT
WATER TEMPERATURE OF 120°F AT THE MOST REMOTE PLUMBING FIXTURE
ON EACH CIRCUIT.

@ PROVIDE AND INSTALL NEW REDUCE PRINCIPLE BACK FLOW PREVENTER AT
APPROXIMATE LOCATION INDICATED.

@ REFER TO MRI EQUIPMENT DRAWINGS FOR CONTINUATION OF PIPING TO
EQUIPMENT.

@ ROUTE NEW 1/2" DOMESTIC WATER THRU WALL TO ICE MAKER SUPPLY
BOX.

PROVIDE AND INSTALL NEW 3/4" CHROME PLATED HOSE BIBB. MOUNT AT
36 INCHES ABOVE FINISHED FLOOR.

@ 3/4" DCWS-UP TO HVAC EQUIPMENT MAKE-UP WATER SUPPLY.
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#-18 m CORRDOR ™ AC—% S @\ U CONFERENCE o ARCHITECTURAL DRAWINGS FOR DIMENSIONS AND LOCATIONS OF ALL
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: R TR 1 | I C. CONTRACTOR SHALL REMOVE AND REPAR PORTIONS OF FLOORS, CEILINGS
\ AND/OR SLABS AFFECTED BY PLUMBING MODIFICATIONS. REPAIR
I e SURFACES TO MATCH EXISTING UNLESS NOTED OTHERWISE ON
— ARCHITECTURAL DRAWINGS.
\\ L D. PRIOR TO PERFORMING ANY PLUMBING WORK OR PURCHASING ANY
M MATERIALS VERIFY EXACT LOCATION, ROUTING, AND PIPE SIZES, ETC. OF
B ALL EXISTING DOMESTIC WATER PIPING.
DQ ;D E. PROVIDE REDUCE PRESSURE BACKFLOW PREVENTERS AT ALL EQUIPMENT
REQUIRED BY 2012 IPC AND VA DESIGN MANUAL.
F. REFER TO ISOMETRIC RISER DIAGRAMS PLUMBING DRAWING PP301 FOR
é DOMESTIC WATER DISTRIBUTION PIPE SIZES.
FOURTH FLOOR NEW WORK PLAN
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